DRINKING WATER REPORT FOR LEAD AND COPPER

Date Collected: 09/17/08  
System Group Type: A  B  Private
Water System ID #: NA  
System Name: Western Washington University
Lab/Sample #: 05770005  
County: Whatcom
Sample Location: AH 5th Floor  
Source Number(s): S93
Drinking Fountain  
Date Received: 09/17/08
Sample Purpose: Investigative  
Date Analyzed: 09/25/08
Sample Composition: Distribution  
Date Reported: 10/03/08
Supervisor:  
Sample Type: Post-treatment
Mark Lorenz  
Sample Collected by: Sue Sullivan
Phone Number: (360) 650-6582
Send Report To: Western Washington University  
Bill To: Same
516 High Street  
Environ. Studies 72 MS9070
Bellingham, WA 98225

<table>
<thead>
<tr>
<th>DOH #</th>
<th>ANALYTE</th>
<th>RESULT</th>
<th>UNITS</th>
<th>SRL</th>
<th>TRIGGER</th>
<th>MCL</th>
<th>ABOVE MCL</th>
<th>Method</th>
<th>Analyst</th>
</tr>
</thead>
<tbody>
<tr>
<td>23</td>
<td>Copper</td>
<td>1.7</td>
<td>mg/L</td>
<td>0.2</td>
<td>1.3</td>
<td>1.3</td>
<td>YES</td>
<td>sm3111B</td>
<td>ML</td>
</tr>
<tr>
<td>9</td>
<td>Lead</td>
<td>0.029</td>
<td>mg/L</td>
<td>0.002</td>
<td>0.015</td>
<td>0.015</td>
<td>YES</td>
<td>sm3113B</td>
<td>ML</td>
</tr>
</tbody>
</table>

NOTES:

SRL (State Reporting Level): indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level: DOH drinking water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples. Contact your regional DOH office for further information.
MCL (Maximum Contaminant Level): If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

Comments: